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— CAP THE GAS LINE AT
(| DEMOLISHED ‘GAS
METER HOUSE” LOCATION

APPROXIMATE LOCATION OF POTENTIAL PIPE
/_EXPEISURE SPANNING STORM WATER RUN-OFF
CONSTRUCTION NOTES:

1. CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND LOCATE ALL
EXISTING UTILITIES IN CONSTRUCTION AREA BEFORE CONSTRUCTION.
2. CONTRACTOR SHALL INSTALL NEW 6" POLY GAS LINE. THIS LINE
SHALL TIE INTO EXISTING 6" POLY GAS LINE THAT FEEDS FACILITY
AND CONNECT TO OKLAHOMA NATURAL GAS (ONG) METER THAT
WILL BE LOCATED NEAR EXISTING REGULATORS.

3. ONG SHALL INSTALL NEW GAS METER AND COMPONENTS TO BE
NEAR EXISTING REGULATORS. GAS METER AND REGULATORS SHALL
BE SET ON MAINTENANCE CONCRETE PAD AND CONTRACTOR
SHALL ENCLOSE REGULATORS AND GAS METER WITH CHAIN-LINK
FENCE.

4. CONTRACTOR SHALL BURY NEW GAS LINE IN 36 DEEP AND 24’
WIDE TRENCH. PIPE SHALL REST ON A MINIMUM OF 12" OF SAND AND
BE COVERED WITH A MINMUM OF 12° OF SAND.

5. CONTRACTOR MAY NEED TO SPAN EXISTING STORM WATER
RUN-OFF BY EXPOSING GAS LINE ABOVE GRADE. ANY AND ALL
EXPOSED GAS LINE SHALL BE ENCASED IN 8’ STEEL PIPE SLEEVE
AND PROPERLY STABILIZED BY ENGINEERED SUPPORTS TO AVOID
ANY SHIFTING WITH SOILS DUE TO EROSION AND NATURAL
DISPLACEMENT.

6. CONTRACTOR SHALL REPLACE ANY DISTURBED EROSION
PROTECTION.

7. CONTRACTOR SHALL AIR PRESSURE TEST FOR 2 HOURS AT 40 PSI
THE GAS LINE FROM THE SHUT-OFF VALVE AT BUILDING #6 TO THE
SHUT-OFF VALVE AT THE BOILER BUILDING.

8. CONTRACTOR SHALL INSTALL A TRACER WIRE AND SAFETY TAPE
ABOVE GAS LINE IN TRENCH.

\PRDPDSED LOCATION OF NEW 6”7 GAS LINE
\CAP THE GAS LINE AT

REGULATOR LOCATION

\NEW GAS METER AND NEW GAS LINE CONNECTION
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